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Concrete



Firstly Insert the Screens column on the left mounting ear into the active slot of the 
mounting bracket, Rotate the machine to place the right side of the Screens column
in the active slot, Tighten the fixed screw on the right side after the Screens is in place, 
check and make sure the installation is safe, correct and tightly fastened.

Hold the body of machine up and rotate to an appropriate Angle (0, 35, or 70) and
 then lower it to check if it's stuck in place.

temperature display (indoor temperature): The “double 8” on the receiver shows the inlet air temperature sensor;

Only in the electric heating mode, whether to turn on the electric heating according to the room temperature;

In the electric heating mode, when the indoor temperature is lower than the set temperature (1 °C is the unit), 
the electric heating output (according to the setting gear). When the indoor temperature is bigger thanthe set
temperature, the electric heating is turned off, but the fan will not turned off;

The cold air indicator lights up "green";

When there is only 1 electric heating output, the hot and cold air indicator lights up “red”. 
When the 2nd electric heating output is output, the second hot air indicator light also lights “red” (2 red light);

When there is no electric heating output, the hot and cold air indicator lights up “green”
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